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1 1/4" = 1' 0"

Floor Plan - Existing Sprinkler Lines

KEY NOTES:
1. Bottom Elevation 8'-0"
2. Bott Elev 9'-0 1

2"
3. Bott Elev 8'-2 1
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4. Bott Elev 8'-10 1

2"
5. Bott Elev 8'-7"
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Existing Upward facing heads

Existing Downward facing heads

Note: New/Relocated heads to be center of tile.

VA FORM 08-6231, OCT 1978

Professional Seal VAMC, MARTINSBURG WV
Approved:

Approved:

Drawing Title

Location

Building Number

Project Title

Checked Drawn

Project No.

Date

-

Dwg.        ofExplanation & Initials DateRev

302B

Floor Plan - Existing Sprinklers Building 302B  Renovations

SP

613-11-143

F-KP 101
26     27

06/13/2011



LED

3 ea 2x10

3 ea 2x10

H.W.
TANK

RELOCATE ELEC PNL

ROOF LINEExist Elec Pnl

LEDLED

D

LEGEND:

Existing Upward facing heads

Existing Downward facing heads

Note: New/Relocated heads to be center of tile.

1 1/4" = 1' 0"

Floor Plan - Existing Sprinkler Heads on Reflected Ceiling Plan

D

D
D D

D D

D DD

D D

DDD
D D D D D D

DDDDDD

DDD

VA FORM 08-6231, OCT 1978

Professional Seal VAMC, MARTINSBURG WV
Approved:

Approved:

Drawing Title

Location

Building Number

Project Title

Checked Drawn

Project No.

Date

-

Dwg.        ofExplanation & Initials DateRev

302B

Floor Plan - New Sprinkler
Head Layout

Building 302B  Renovations

SP

613-11-143

F-KP 102
27     27

06/13/2011


